15 EN IS |I“‘I‘I AT
AB-0249-T e b
GUMUSSU ARITMA TESISLERI SAN. VE TiC A.S.
A8.0400221 CEVRE & iSG LABORATUVARI
Zafer Mah. Degirmen Cad. No:41 Merkezefendi / DENIZLI
19.02.2021 Tel:0 (258) 371 89 37 (pbx) Fax:0 (258) 371 78 95
WWW.gumussuaritma.com.ir gumussu@gumussuaritma.com.tr
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Syl 13 TEST REPORT
Milgterinin Adv/Adresi DENIZLI 0.8.B. MUDURLUGU ATIKSU ARITMA TESISI
Customer Name/Address Organize Sanayi Bblgesi Cevre Cad. No:4 Honaz / DENIZLI
Numunenin Tiirii/Alns Sekli ve Amaa Atiksu - Kontrol
Sample Type/Sampling Method and Purpose 2 Saatlik Kompozit ( TS ISO 5667-10 ve TL.09/001 talimatina gore)
Numunenin Alindifn Yer / Koordinatlar i
A tma T kigi / 37.80472 - 2922397
Sampling Place / Coordi tiksu Aritma Tesisi Cikisi 22
Numunenin Sektbrii/Alt Sektér SKKY Tablo 19 Karigik Endilstriyel Atik Sularin Alict Ortama Desarj Standartlari (Balik
Sample Sector/Sub-Sector Biyodeneyi (ZSF) harig)
Numuneyi Alan Kisi / Kurum Numune, GUMUSSU A §. CEVRE LABORATUVARI Numune Alim Yetkilisi Evren
Sampler / Sampler Institution AFYONLUOGLU tarafindan alinmistir,
Numunenin Alndi Tarih ve Saat
.02.2021 13.00 - 15.00
The Date of Sampling 22
Numuneye Uygulanan islemler/Ambalaj k Zingir + Kimyasal K.
DIwriii(Ccvnsa MM Dty iﬂﬁhﬁrh‘.il?:}uUMﬁSSUOO(ﬂ(;?)
Processes Applied to Sample Packaging Status(Sample Efiketl
Protection,Seal,Label)
Numune Kabmm Cinsi/Numune Miktar (TL.09/003 Numune Tagima Muhafaza ve imha talimatina gore koruma yapilmistir.)
Type of Sample Vessel/Amount of Sample PE-HD (~0,25L) / PE (~1,0L) / A.PE (~1,0L) / A.Cam (~1,0L*3)
Numunenin Kabul Edildigi Tarih ve Saat
.02.2021 16.55
The Date of Receipt of Test Item o 16
syl Fesice Ko Evren AFYONLUOGLU
Deliverer of Sample
Acgiklamalar Ekler: Teklif, Fatura (Fatura No: GLF2021000000098)
Remarks -Uygunluk Beyanimn degerlendirilmesi yetkili mercilere birakilmistir.
Deneyin Yapildiga Tarih .
Date of Test 10.02.2021-12.02.2021
Raporun Sayfa Sayisi &
Number of Pages of the Report S8y +tIBK
|Deney laboratuvan olarak faaliyet gisteren Giimiissu Aritma Tesisleri San, ve Tic A5, TURKAK'tan AB-0249-T ile TS EN ISO IEC 17025 standardina gire akredite edilmistir.
Gmugsu Aritma Tesisleri San. ve Tic A.§. accredited by TURKAK under registration number AB-0249-T for TS EN ISO IEC 17025 as test laboratory™
Tiirk Akreditasyon Kurumu(TURKAK) deney raporlarmm tamnirhf konusunda Avrupa Akreditasyon Birligi (EA) ile Cok Tarafl Anlagma ve Uluslararasi Laboratuvar Akreditasyon Birligi
(ILAC) ile karsihkh tanima anlasmas imzalammstir,
Turkish Accreditation Agency (TURKAK) is a signatory to the European co-operation for Accreditation (EA) Multilateral Agreement (MLA) and to the International Laboratory Accreditation Cooperation
(ILAC) Mutual Recognition Arrangement (MRA) for the recognition of test reports. A
Deney ve /veya ilgiim sonuclari, genisletilmis dlgiim belirsizlikleri ( olmas: halinde ) ve deney metotlar: bu raporun tamamlayier kismi olan takip eden sayfalarda verilmistir.
The test and/or results, the riainties ( if applicable ) with confidence probability and test methods are given on the following pages which are part of this report.
Beyan edilen genisletilmis Slcitm belirsizi@l, standart bellrsiziipin, k=2 olarak alinan genislerme katsayis: ile carpuma sonucunda bulunan deperdir ve %95 oraninda gitveniliviik sl i,
The reparted expanded uncertainty of measurement is stated ax the siandard uncertainty of measurement multiplied by the coverage factor k=2, which for a normal distribution corresponds if a coverage
probabliity of approximarely 95%.
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Bu rapor iki niisha olarak dﬁunleglﬁi'g.fir.l..ahnraluvmn yazih izni olmadan %Ianl coZaltilamaz. Analiz sonuclan, analizi yapilan ve rapord{) ol aittir.| ve
miihiirsiiz raporiar gecersizdir.. o /
Bu rapor Cevre Mevruatinh Niykin fexmi Islemerde kullamlamaz,
This report has been prepared as two copies. This report shall not be reproduced other than in full except with the permission of the laboratuary. Analysis results only concemn sample analyzed and described
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DENEY RAPORU
Sayfa 9 TEST REPORT
SINIR Uvguniuk
ANALIZi YAPILAN Yo BULUNAN DEGERLER Beyam
PARAMETRELER —ﬁmm DEGER Limiting Values Declaration
Analyzed Parameters hod Found Value SKKY Tablo 19 of
2 Saatlik Kompozit Conformity
Askida Kati Madde SM 2540 D 35,000 mg/L 200,00 mg/L U.
Bakur (Cu) EPA 200.7 0,025 mg/L. 3,00 mg/L U.
Cinko (Zn) EPA 2007 0,099 mg/L 5,00 mg/L, U.
Demir (Fe) EPA 200.7 0,137 mg/L 10,00 mg/L U.
Floriir (F) SM4110B 2,513 mg/L 15,00 mg/L U.
Kadmiyum (Cd) EPA 2007 <0,010 mg/L 0,10 mg/L U.
Krom (Cr'6) SM 3500 Cr B <0,050 mg/L 0,50 mg/L U.
Kursun (Pb) EPA 200.7 < 0,020 mg/L 2,00 mg/L U.
pH © SM 4500 H' B 7,900 6,00- 9,00 U,
Renk SM 2120 C 257,250 Pt-Co 280,00 Pt-Co U.
Siilfat (S042) SM 4500 SO.2E 1240,360 mg/L 1500,00 mg/L U.
Toplam Fosfor (P) SM 3030 K, EPA 2007 0.215 mg/L 2,00 mg/L U
Toplam Kjeldahl Azotu SM 4500 Norg B 3,500 mg/L 20,00 mg/L U.
Toplam Siyantir SM 4500 CN C, E <0,030 mg/L 1,00 mg/L U.
Yag ve Gres SM 5520 B 13,900 mg/L 20,00 mg/L. U.
Toplam Krom (Cr) SM 3030 K, EPA 200.7 <0,010 mg/L 2,00 mg/L U.
Kimyasal Oksijen Ihtiyact TS 2789 81,400 mg/L 400,00 mg/L U.
/ 3
Miihiir Rapor Hazirlayan Kontrol/Onay
Saa.l Prepared by Control/ Approy,
AN Mert AKONER Meral KOCAK
Raporlam li Laboratuvar Yéneticisi

mikhiirsiiz raporlar gegersizdir, - °

Bu rapor iki nilsha olarak diizenlenmisfir.Labaratuvarm yazh izni olmadan k

Bu rapor Cevre \!ﬂ"l.h&imi*iﬁpiin;é;nﬁ islemerde kullamlamaz.
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This report cannot be used in official transactions relating to environmental legislation
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