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Sayfa 1/3 TEST REPORT
Miisterinin AdvAdresi DENIZLI 0.S.B. MUDURLUGU ATIKSU ARITMA 'FESjSi
Customer Name/Address Organize Sanayi Bolgesi Cevre Cad. No:4 Honaz / DENIZLI
Numunenin Tiiri/Alms Sekli ve Amaci Atiksu - Kontrol
Sample Type/Sampling Method and Purpose Anlik (TS ISO 5667-10 ve TL.09/001 talimatina gére)

Numunenin Alndigi Yer / Koordinatlar

; Atiksu Aritma Tesisi Cikisi / 37.80472 - 29.22397
Sampling Place / Coordinates

J + i g Anti enik (As f ilyum (Be) Bor (B), Civa (Hg) , Giimus (Ag) , Kalay (Sn) ,

in Sektbrii/Alt Sektir Antimon (Sb) , Arsenik (As) , Baryum (Ba) , Berilyum (Be) , i a n
zun:)lll:gncmsrf;b S ;01‘ Kalsiyum (Ca) , Kobalt (Co) , Lityum (Li) , Magnezyum (Mg) , Mangan (Mn) . Molibden (Mo}, Nikel (Ni},
Sam e ub-Se

Potasyum (K}, Selenyum (Se}, Sodyum (Na) , Talyum (T1) {2} Vanadyum (V) , Aliiminyum (Al)

Numuneyi Alan Kisi / Kurum Numune, GUMUSSU A $. CEVRE LABORATUVARI Numune Alim Yetkilisi [brahim ERBAY
Sampler / Sampler Institution tarafindan almmugtir,
Numunenin Ahndigi Tarih ve Saat

: 25.09.2020 11.45
The Date of Sampling

Numuneye Uygulanan islemlerfAmbalaj
Durumu(Koruma,Miihiir,Etiket)
Processes Applied to Sample Packaging Status(Sample

Soguk Zincir + Kimyasal Koruma
Miihiirld (GUMUSSU009702)

Etikeli

Protection,Seal, Label)

Numune Kabinin Cinsi/Numune Miktar (TL.09/003 Numune Tagima Muhafaza ve imha talimatina gore koruma vapilmistir.)
Type of Sample Vessel/Amount of Sample PE-HD (~0.25L)

Numunenin Kabul Edildigi Tarih ve Saat

09.2020 15.45
The Date of Receipt of Test Item 2 o5

Numuneyi Teslim Eden

Ibrahim ERBAY

Deliverer of Sample Wk A

Agiklamalar Ekler: Sozlesme

Remarks -Uygunluk Beyammin degerlendirilmesi yetkili mercilere brrakilmustir.
ey Nepdai T ek 25.09.2020-29.09.2020

Date of Test

Raporun Sayfa Sayisi

3Sayfa+3E
Number of Pages of the Report 3 Sayfa K

Deney laboratuvari olarak faalivet gisteren Giim iigsu Aritma Tesisleri San. ve Tic A.S., TURKAK'tan AB-0249-T ile TS EN IS0 IEC 17025 standardina
Gumissu Aritma Tesisleri San ve Tic A §. aceredited by TURKAK under registration number AB-0249-T for TS EN ISO IEC 17025 as test laboratary”

Tiirk Akreditasyon Kurumu(TURKAK) deney raporlarimin tamimirh@ konusunda Avrupa Akreditasyon Birli
(ILAC) ile karsihkh tanima anlasmasi imzalamistir,

Turkish Accreditation Ageney (TURKAK) is a signatory to the European co-operation for Accreditation (EA) Multilateral Agreement (Ml
(ILAC) Mutual Recognition Arrangement (MRA) for the recognition of test reports

Deney ve fveya ilciim sonuelari, genigletilmis dlgiim belirsizlikleri { olmasi halinde ) ve deney metotlar: bu ra
The test and/or measurement results, the uncertainties ( 1f applicable ) with confidence probability and test methods are v
Beyan edilen genisletilmiy iilgiim helirsizligi, standart helirsizligin, k=2 olarak alian genigletme katsayis ile gar,

giire akredite edilmigtir,
i (EA}ile Cok Tarafli Anlasma ve Uluslararas: Laboratuvar Akreditasyon Birligi

-A}and to the Intemational Laboratory Accreditation Cooperation

in full except with the permission of the laboratuary. Analysis results only concern sample analyzed and described

it multiplied by the coverage factor k2, which for a normal distribution corvesponds o a coverage
probability of approximarely 93%,
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Bu rapor iki nush\a}vq'l diizenlenmi aratuvarin yazili izni olmadan kopyala p sogaltilamaz. Analiz sonuglary, analizi yapilan ve rapordh tAmimlanan numuneye aittir.imzasiz ve
miihiirsiiz raporlar g? ir ¥
Bu rapor Cevre \Ic-mil’?uug;;nf_]! é:& _-gsiﬁ"i,‘ls'm erde kullanilamaz.
Tius report has been prepared as two copies. This report shall not be reproduced other than
This report cannot be used in official ransactions relating to en

v sonucunda hulunan degerdiv ve % 95 oranmda glivenilirlik saglamaltadir,
The reported expanded uncertainty of measurement is stated as the siandard uncertainty of measuremen %
/ \\ Meral KOCAK
7b0 ar Yoneticisi
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in the report Testing report without signature and seal are not valid
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. DENEY RAPORU
Sayfa 23 TEST REPORT
Uygunluk
ANALIZI YAPILAN VONTEM BULUNAN SINIR m
PARAMETRELER e DEGER DEGERLER Declaration
Analyzed Parameters N Found Value Limiting Values of
Conformity
Antimon (Sh) EPA 200.7 <0,200 mg/L. - -
Arsenik (As) EPA 200.7 < 0,040 mg/L - -
Baryum (Ba) EPA 200.7 < 0,040 mg/L - -
Berilyum (Be) EPA 200.7 < 0,100 mg/L. - -
Bor (B) EPA 200.7 0,637 mg/L. - -
Civa (Hg) [sletme I¢i Metod-1 <0,001 mg/L. - -
Giimiis (Ag) EPA 200.7 <0,010 mg/L = -
Kalay (Sn) EPA 200.7 < 0,040 mg/L. - -
Kalsiyum (Ca) EPA 200.7 99,190 mg/L - i
Kobalt (Co) EPA 200.7 < 0,020 mg/L Z -
Lityum (Li) EPA 200.7 0.25 mg/L . :
Magnezyum (Mg) EPA 200.7 117.900 mg/L - -
Mangan (Mn) EPA 200.7 < 0,100 mg/L. - -
Molibden (Mo) EPA 200.7 < 0,040 mg/L - -
Nikel (Ni) EPA 200.7 < 0,040 mg/L - S
Potasyum (K) EPA 200.7 73,950 mg/L - 5
Selenyum (Se) EPA 200.7 < 0,100 mg/L. - -
Sodyum (Na) EPA 200.7 1647,000 mg/L - -
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Bu rapor iki nusha‘a zenle“ya baratuvarm yazil izni olmadan
miihiirsiiz raporlar @ ;J\
Bu rapor Cevre Mevzui “rami islemerde kullamilamaz.

az.Analiz sonuclari, analizi yapilan ve raporda

[

dnan numuneye aittir.imzasiz ve

This report has been pr epared as two copies This report shall not be re

i the report lesnn—b:cpon with w;,nature md seal are not valid
This report cannot be used

ctions relating to environmental legislation

produced other than in full except with the permission of the laboratuary. Analvsis results only concern sample analyzed and described
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- i DENEY RAPORU
Sayfa 33 TEST REPORT
Uygunluk
ANALIZi YAPILAN VONTEM BULUNAN SINIR Beyam
PARAMETRELER -m DEGER DEGERLER Declaration
Analyzed Parameters - Found Value Limiting Values of
Conformity
Talyum (T1) @ EPA 200.7 < 0,040 mg/L 5 2
Vanadyum (V) EPA 200.7 < 0,100 mg/L. - -
Aliiminyum (Al) EPA 200.7 0,127 mg/L - -

Agiklamalar:

a; Cevre Olgtim ve Analizleri Yeterlik Belgesi kapsamu digindaki parametreler.

b; TURKAK 'tan akredite degildir,

2 Numuneyi alan kurum tarafindan yerinde dl¢tilen parametreler.

d: Isbirlikgi laboratuvara yaptirilan parametreler.

¢; Tageron laboratuvara yaptirilan parametreler.

*Tablo, satir ve siitun sayis1 degistirilebilir.

U= Uygun UD= Uygun Degil

-Metod Agiklamalari; EPA: Environmental Protection Agency, SM: Standard Methods, TS: Tiirk Standartlar1, EN: European Norm,
ISO: Intemnational Organization for Standardization, Isletme I¢i Metod - 1: Giimiigsu Aritma Tesisleri San.ve Tic.A.S.Laboratuvar Metodu
- Atiksw/Su Sieakhigr: 30.10 © C lletkenlik: - pS/em Coziinmiis Oksijen: - mg/L pH: 8.18

-Ortam Kogullari; Laboratuvar sicakhigi: 23 + 2 °C, ZSF: 20+ 1 °C, BOI: 20 + 3 °C

-Hava Kogullari; Hava Sicakligr: 27.80 © C, Hava Durumu:Agik
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Bu rapor iki nu:h\a\.o[frak dnzenlenmﬂwrnluvarm yazh izni olmadan kopyala ogaltilamaz. Analiz sonuglar, analizi yapilan ve raporda tam allum numuneye aittir.imzasiz ve
miihiirsiiz raporlar e’;?fzﬂdir. A

Bu rapor Cevre Mey \axwmﬁg‘yfiilumcnlu kullanilam az.

This report has been prepar?fﬁ?ﬁ&'cﬁﬁés.'l‘lus report shall not be reproduced other than

in the report Testing report without signature and seal are not valid
hons relatng 1o environmental legislation

in full except with the permission of the laboratuary. Analysis results only concern sample analyzed and described
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