. \\‘ /
S v =
GUMUSSU | | ARITMA TS EN SOIEC 17025
ANONIM: | SIRKETI AB-0249-T

GUMUSSU ARITMA TESISLERI SAN. VE TIC. A.S.

— CEVRE LABORATUVARI
LA X L NG .. . - AB-0249-T
Zafer Mh. Degirmen Cad. No:41 DENIZLI

Tel:0258 371 89 37 Fax:0258 371 78 95
WWAW. EUMUSSUATITNA,COMLIT SUMUSSUEZUMUSSUATILNA.com, L 17/11123

Y-20/159/2015

Deney Raporu [5.12.2017
Test Report

Sayfa 1/2

Miisterinin Adi/Adresi DENIZLi 0.S.B. MUDURLUGU ATIKSU ARITMA TESISi
Customer Name / Address

Organize Sanayi Bolgesi Cevre Cad. No:4 Honaz/DENIZLIi

Numunenin Tiirii/Alinis Sekli ve Amaci Atiksu
Sample Type/Sampling Method and Purpose 2 Saatlik Kompozit

ic izleme

Numunenin Alindig1 Yer

Sansoling Place Atiksu Aritma Tesisi Cikisi

Numunenin Sektorii/Alt Sektor SKKY Tablo 19 (Balik Biyodeneyi haric)
Sample Sector/Sub-Sector Kanisik Endiistriyel Atik Sularin Alier Ortama Desarj Standartlar

Numunenin Alindig1 Tarih ve Saat

The Date of Sampling 30.11.2017 14.00 - 16.00

Numuneye Uygulanan islemler
Ambalaj Durumu (Koruma,Miihiir,Etiket) | Korumali - Miihiirlii (GUMUSSU004142) - Etiketli
Processes Applied to Sample

Packaging Status (Sample Protection, Seal, Label)

Numune Kabinin Cinsi / Numune Miktari

Tyvpe of Sample Vessel/Amount of Sample e Gl Sub s B, FR-ED~5.0 L

Numunenin Kabul Edildigi Tarih ve Saat

The Date of Receipt of Test ltem 30.11.2017 17:05

Numuneyi Teslim Eden Numune GUMUSSU A.S. CEVRE LABORATUVARI Numune Alim
Deliverer of the Sample Yetkilisi Bekir TEKECI tarafindan alinarak laboratuvarimiza getirilmistir.
Aciklamalar Ekler: Sozlesme, Fatura (Fatura No: 0025249), Dekont

Remarks

Deneyin Yapildig1 Tarih

Date of Test 30.11.2017 - 02.12.2017

Raporun Sayfa Sayisi

Number of Pages of the Report 2 sayfa + 4 EK

Bu rapor yalmzea yukarida bilgileri verilen tesisin/firmamn bu numuneye ait dl¢iimleri icin gecerlidir. Deney ve/veya dl¢iim sonuglari, genigletilmis dl¢iim belirsizlikleri (olmasi
halinde) ve deney metodlari bu raporun tamamlayici kismi olan takip eden sayfalarda verilmistir. Bu raporda “TURKAK’tan akredite degil” seklinde “b” ile isaretlenmis olan

deney sonuglari, TURKAK’tan ahnmis akreditasyon kapsami dahilinde degildir. Tiirk Akreditasyon Kurumu (TURKAK) deney raporlarimin taninmasi konusunda Avrupa
Akreditasyon Birligi (EA) ve Uluslararasi Laboratuvar Akreditasyon Birligi (ILAC) ile karsihkh taninma antlasmasini imzalamstir.

This report is valid only for the measurements of the mentioned company above. The testing and or measurement results, the uncertainties (if applicable) with confidence probability and test
nmethods are given on the following pages which are part of this report. In this report, the test result is marked with "b" means that "not accredited by TURKAK" and not within the scope of
accreditation.

The Turkish Accreditation Agency (TURKAK) is signatory to the multilateral agreements of the European co-operation fort he Accreditation (IEA) and of the International Laboratory
Acereditation (ILAC) fort he Mutual recognition of test reports. /\

Ona 7
—~._Approval

Rapor Hazirlayan
Prepared by
Mert AKGNER Meral K CA(K

lf%b%ity/al Oneticisi

Bu rapor\i stir. Labora ivapin yazili izni olmadan kopyalamp ¢oggltilawaz. Amlu{sonugl.ul, analizi yapilan ve raporda tammlanan numuneye gitti
Imzasiz v uhursul mpou I.n geger/a dlr Firma Y¢tkifisince alinan numunelerin analiz raporlaiy Cévre Mevzua jha iliskin resmi islemlerde kullamilamaz.

This report has been prepared as two copies. This report shall not be reproduced other than in full except with the permission of the laboratory. Analysis results only concern sample analyzed
and described in the report. Testing report without signature and seal are not valid. Company officer of the samples, analysis reports cannot be used in official transactions relating to
environmental legislation.

FR LYS.PR-006-03 /14.08.2015 / Rev.0
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Sayfa 2/ Denev Raporu 15.12.2017
Test Report
S.K.K.Y. Tablo 19-Karisik Endiistrivel Attk Sularin Alict Ortama Desarj Standartlart
ANALIZI YAPILAN ) 3 FONEIMELEIX
PARAMETRELER YONTEM BULUNAN’DEGER DEGERI”
Analvzed Parameters Method Found Value LIIH.II Ifl/ue .
- (2 Saatlik Kompozit)
2 Saatlik Kompozit Numune Alma 1S ISO 5667-10 - -
Askida Katt Madde SM 2540 D 48.0 mg/L 200,0 mg/L
Bakir (Cu) EPA 200.7 0.013 mg/L 3.0 mg/LL
Cinko (Zn) EPA 200.7 <0,04 mg/L 5.0 mg/L
Demir (Fe) EPA 200.7 0.158 mg/L 10,0 mg/L
Floriir (F) SM4110 B 1,483 mg/L 15,0 mg/L
Kadmiyum (Cd) EPA 200.7 <0,01 mg/L 0.1 mg/L
Kimyasal Oksijen Ihtiyact SM 5220 B 204.0 mg/L 400,0 mg/L
Krom™ SM 3500 Cr B <0,05 mg/L 0,5 mg/L
Kursun (Pb) EPA 200.7 <0,02 mg/L 2.0 mg/L.
pH (< SM 4500 H B 8.03 6-9
Renk SM 2120 C 249.67 Pt-Co 280,0 Pt-Co
Siilfat (§0472) SM 450080, * E 1275,0 mg/L 1500,0 mg/L
Toplam Fosfor SM 3030 K, EPA4 200.7 0,296 mg/L 2,0 mg/L
Toplam Kjeldahl Azotu SM 4500 Norg B 12.04 mg/L 20,0 mg/L
Toplam Krom SM 3030 K, EPA 200.7 <0.01 mg/L 2,0 mg/L
Toplam Siyaniir SM 4500 CNC, E <0.03 mg/L 1.0 mg/L
Yag ve Gres SM 5520 B 15.30 mg/L 20,0 mg/L

(a: Cevre Analizleri On Yeterlilik/Yeterlilik Belgesi Kapsanu disindaki parametreler.)

(b: TURKAK "tan akredite degildir.)

(c: Numuneyi alan kurum tarafindan yerinde 6lgiilen parametreler.)

(d: Isbirlik¢i laboratuvara yaptirtlan parametrelerdir.)

(e: Taseron laboratuvara yaptirilan parametrelerdir.)

* Birden fazla tablo karsilagtirmasi yapildiginda stitun arttirtlir veya ayri tablolarda gosterilir.

Rapor Hazirlayan Kontrol Eden Eden

Prepared ){y / Controlled bv
() Meral KOCA
Lab ratuvar Y ongetj

Bu rapor iki nii

i§tir. Laboratuvarin yazili izni olmagan opyalamip cogaltilamaz. Analiz sonuglari, analizi y 1p|l~u ve 1 [)Oldl ta |m|mm numuneye aittir.
Imzasiz ve nii dir. Firma Yetkilisince alinan numugelefin analiz raporlar: Cevre Mevzuatina iliskin resmi islemlerde kullanilam u

This report has been prepared as nvo copies. This report shall not be reproduced other than in full except with the permission of the laboratory. Analysis results only concern sample analyzed
and described in the report. Testing report without signature and seal are not valid. Company officer of the samples, analysis reports cannot be used in official transactions relating to
environmental legislation.
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