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Deney Numarasi Deney Raporu Sayfa 1 5%
14/01002 Test Report -
| Miigterinin Adv/Adresi DENIZLIi 0.S.B. MUD. MER. ATIKSU ARITMA TESISI
Customer Name/Address 0.S.B. / DENIZLI
Numunenin Tiri/Alins Sekli
(Anlik, 2,24 Saatlik Komporzit ve Diger) Atiksu
| Sample Type/Sampling Method 2 Saatlik Kompozit
| (Spot,2-Hour, 24- Hour Composite and Other)
' Numunenin Alindig Yer -
Sampling Flae A.A.T. Cikis Atiksuyu
Numunenin Sektorii / Alt Sektor KARISIK ENDUSTRIYEL ATIK SULARIN ALICI ORTAMA
Sample Sector/Sub-Sector DESARJ STANDARTLARI
Numunenin Alindig: Tarih ve Saat y
The Date of Sampling 03/01/2014, 14:00
Numuneye Uygulanan islemler/
Ambalaj Durpmu (Koruma, Miihiir, Etiket) Koramah, Miihiirsitz, Efikesli
Processes Applied to Sample
Packaging Status (Sample Protection, Seal, Label)
Numune Kabinin Cinsi/Numune Miktar .
Type of Sample Vessel/Amount of Sample PR, sl o, 4L
Numunenin Kabul Edildigi Tarih ve Saat s
The Date of Receipt of Test Item RGN heN0
Numuneyi Teslim Eden Numune GUMUSSU A.S. CEVRE LABORATUVARI Numune Ahm
Deliverer of the Sample Yetkilisince alinarak laboratuvarimiza getirilmistir
Aciklamalar o
| Bomaris S.K.K.Y. Tablo 19 (ZSF Harig)
Deneyin ¥apuidsfe Tarih 03/01/2014 —08/01/2014
Date of Test &
Raporun Sayfa Sayisi 5
Number of Pages of the Report =

Bu rapor yalnizea yukarida bilgileri verilen tesisin/firmanin bu numuneye ait dlgiimleri i¢in gegerlidir.

Deney ve/veya lciim sonuglari, genisletilmis 6l¢lim belirsizlikleri (olmasi halinde) ve deney metodlari bu raporun tamamlayici kismi
olan takip eden sayfalarda verilmistir.

Bu raporda “TURKAK tan akredite degil” seklinde “b” ile isaretlenmis olan deney sonuclari, TURKAK’tan alinmis akreditasyon
kapsami dahilinde degildir.

Tiirk Akreditasyon Kurumu (TURKAK) deney raporlarinin taninmasi konusunda Avrupa Akreditasyon Birligi (EA) ve
Uluslararasi Laboratuvar Akreditasyon Birligi (ILAC) ile karsihkh taninma antlasmasini imzalamistir.

This report is valid only for the measurements of the mentioned company above.

The testing and/or measurement results, the uncertainties (if applicable) with confidence probability and test methods are given on the

| following pages which are part of this report.

In this report, the test result is marked with "b" means that "not accredited by TURKAK" and not within the scope of accreditation.
The Turkish Accreditation Agency (TURKAK) is signatory to the multilateral agreements of the European co-operation jort he Accreditation
(E4) a@mﬁkgarlonal Laboratory Accreditation (ILAC) fort he Mutual recognition of test reports.
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tanimlanan numuneye aittir. imzasiz ve miihiirsiiz raporiar gecersizdir. Firma Yetldlisince alinan numunelerin analiz raporlar Cevre Mevzuatina

Bu rapor\ktnda%{rak diizenlenmigtir. Laboratuvarin yazll: izni uhn/dan kopyal nlp ¢ogalhilamaz. Analiz sonuclary, analizi yapilan ve raporda_|
iliskin resmi islemlerde kullamlamaz.

This report has been prepared as two copies. This report shall not be reproduced other than in full except with the permission of the laboratory. Analysis
results only concern sample analyzed and described in the report. Testing report without signature and seal are not valid. Company officer of the samples,
analysis reports cannot be used in official transactions relating to environmental legislation,
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14/01002 Test Report o
S.K.K Y. Tablo 19 — Karistk Endiistrivel Attk Sularin Alici Ortama Degsarj Standartlar:
ANALIZI YAPILAN FONTEN BULUNAN ______Yogggﬂggm
PARAMETRELER = T DEGER T
Analyzed Parameters Rivtines Found Value L[m.” v o
(2 Saatlik Kompozit)
KOI Kimyasal Oksijen Thtivact SM 5220 B 81,60 mg/L 400,0 mg/L
AKM Askida Katt Madde SM 2540 D 13,0 mg/L 200,0 mg/L
Yag-Gres SM 5520 B <10,0 mg/L 20,0 mg/L
Krom™® SM 3500 Cr B <0,05 mg/L 0.5 mg/L
Floriir SM 4110 B 0,214 mg/L 15,0 mg/L
Toplam Fosfor SM 3030 K, EPA 200.7 0,167 mg/L 2,0 mg/L
Siilfat SM 4500 SO,” E 777,98 mg/L 1500,0 mg/L
Renk SM2120C 195,965 Pt/Co 280,0 Pi/Co
Toplam Kjeldahl Azotu SM 4500 Norg B 6,664 mg/L 20,0 mg/L
Toplam Siyaniir SM 4500 CN C.E <0,03 mg/L 1.0 mg/L
Toplam Krom SM 3030 K, EPA 200.7 <0,01 mg/L 2,0 mg/L
Demir EPA 200.7 ' 0,073 mg/L 10,0 mg/L
Cinko EPA 200.7 0,048 mg/L 50 mg/L
Bakir EPA 200.7 0,02 mg/L 3.0 mg/L
Kursun EPA 200.7 <0,02 mg/L 2,0 mg/L
Kadmiyum EPA 200.7 <0,008 mg/L 0,1 mg/L
| pH" SM 4500 H B 8,0 6-9

( b: TURKAK 'tan akredite degildir.)

[ .
| (a: Cevre Analizleri On Yeterlilik/Yeterlilik Belgesi kapsami digindaki parametreler.)

( ¢; Numuneyi alan kurum tarafindan yerinde &lgiilen parametreler.)

[y d: Isbirlik¢i laboratuvara yaptirilan parametreler.)

| ( e: Tageron laboratuvara yaptirilan parametreler. )
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iligkin resmi islemlerde kullanilamaz.

Bu rapor iki niisha olarak diizenlenmistir. Laboratuvarin yazili izni olmadan kopyalanip ¢ofaltilamaz. Analiz sonuglari, analizi yapilan ve raporda
tanimlanan numuneye aittir. Imzasiz ve miihiirsiiz raporlar gegersizdir. Firma Yetkilisince alinan numunelerin analiz raporlarn Cevre Mevzuatina

This report has been prepared as two copies. This report shall not be reproduced other than in full except with the permission of the laboratory. Analysis
results only concern sample analyzed and described in the report. Testing report without signature and seal are not valid. Company officer of the samples.
analysis reports cannol be used in official transactions relating to environmental legislation.
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