(@ )

|

| TORKAK|
| sz\)

M Gimiissu X8 ARITMA®
|___AB-0243-T ANON SIRKETI
AB-0249-T GUMUSSU ARITMA TESISLERI SAN. VE TiC A.S.
CEVRE LABORATUVARI
Ve Zafer Mah. Degirmen Cad. No:41 DENIZLI
Sisin o Tel:0-258-371 89 37 (pbx) Fax:0-258-371 78 95
B WWwWw.gumussuaritma.com.tr gumussu@gumussuaritma.com.tr
Deney Numarasi Deney Raporu Sayfa 1 4%
17/01062 Test Report
Miisterinin Adi/Adresi DENIZLI 0.S.B.MUDURLUGU ATIKSU ARITMA TESISi
Customer Name/Address Organize Sanayi Bolgesi DENIZLI
Numunenin Tiirii/Almis Sekli ve Amaci Sl
. Anhk
Sample Type/Sampling Method and Purpose Koiiteol

Numunenin Alindig: Yer

- Atiksu Aritma Tesisi Cikisi

Numunenin Sektorii / Alt Sektor
Sample Sector/Sub-Sector

Numunenin Alindigi Tarih ve Saat
The Date of Sampling 19.01.2017 14.15

Numuneye Uygulanan islemler/

Ambalaj Durumu (Koruma, Mithiir, Etiket) |y 0o ey (GUMUSSU003365) - Etiketli
Processes Applied to Sample

Packaging Status (Sample Protection, Seal, Label)

Numune Kabinin Cinsi/Numune Miktari

Type of Sample Vessel/Amount of Sample BE =651

Numunenin Kabul Edildigi Tarih ve Saat

The Date of Receipt of Test Item 19.01.2017 16.48

Numuneyi Teslim Eden Numune GI"JMI'JSSUvA.S. CEVRE LABORATUVARI Numune Alim Yetkilisi
Deliverer of the Sample Evren AFYONLUOGLU tarafindan alinarak laboratuvarimiza getirilmistir.

Numuneden, Aliiminyum (Al), Antimon (Sb), Arsenik (As), Baryum (Ba),
Berilyum (Be), Bor (B), Civa (Hg), Giimiis (Ag), Kalay (Sn), Kalsiyum (Ca),
Kobalt (Co), Lityum (Li), Magnezyum (Mg), Mangan (Mn), Molibden (Mo),
Nikel (Ni), Potasyum (K), Selenyum (Se), Sodyum (Na), Talyum (TI) (a),
Vanadyum (V) parametreleri talep edilmistir.

Aciklamalar
Remarks

Deneyin Yapildigi Tarih

Date of Test 19.01.2017 - 20.01.2017

Raporun Sayfa Sayisi 2
Number of Pages of the Report

Bu rapor yalmzca yukarida bilgileri verilen tesisin/firmanin bu numuneye ait dl¢iimleri icin gecerlidir.

Deney ve/veya 6l¢iim sonuglari, genisletilmis 6l¢iim belirsizlikleri (olmasi halinde) ve deney metodlari bu raporun tamamlayici kismi olan takip eden
sayfalarda verilmistir.

Bu raporda “TURKAK tan akredite degil” seklinde “b” ile isaretlenmis olan deney sonuclari, TURKAK’tan ahnmis akreditasyon kapsami dahilinde
degildir.

Tiirk Akreditasyon Kurumu (Ti)RKAK) deney raporlarimin taninmasi konusunda Avrupa Akreditasyon Birligi (EA) ve Uluslararasi Laboratuvar
Akreditasyon Birligi (ILAC) ile karsihkli tamnma antlasmasini imzalamistir.

This report is valid only for the measurements of the mentioned company above.

The testing and/or measurement results, the uncertainties (if applicable) with confidence probability and test methods are given on the JSollowing pages which
are part of this report.

In this report, the test result is marked with "b" means that "not accredited by TURKAK" and not within the scope of accreditation.

The Turkish Accreditation Agency (TURKAK) is signatory to the multilateral agreements of the European cgtoperation fort he Accreditation (EA) and of the
1)1tqzyq{ial@i—‘@b'ogglozy Accreditation (ILAC) fort he Mutual recognition of test reports.
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1
i{\ i ,s/hé"(/)larak diizenlenmiy Wkopya nip ¢ogaltilamaz. Analiz sonuclari, analizi yapilan ve gapor
tammlanan-nmumuneye aittir. Imzasiz ve miihiirsiiz raporlar gecersizdir. Firma YetKilisince alinan numunelerin analiz raporlari Cevre Mevzuati
iligkin resmi islemlerde kullamlamaz.
Bu rapor Cevre Mevzuatia iliskin resmi islemlerde kullamlamaz.

This report has been prepared as two copies. This report shall not be reproduced other than in Jull except with the permission of the laboratory. Analysis
results only concern sample analyzed and described in the report. Testing report without signature and seal are not valid. C ompany officer of the samples,
analysis reports cannot be used in official transactions relating to environmental legislation.
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Deney Numarasi
17/01062 De’;fs‘: Iggjloeto - S 2/2
ANALIZI YAPILAN YONTEM BUL I{NAN YONETMELI'K
PARAMETRELER “Method DEGER DEGERI*
Analyzed Parameters Found Value Limit Value

Aliiminyum (Al) EPA 200.7 <0,1 mg/L -
Antimon (Sb) EPA 200.7 <0.2 mg/L -
Arsenik (As) EPA 200.7 <0,04 mg/L -
Baryum (Ba) EPA 200.7 <0,04 mg/L =
Berilyum (Be) EPA 200.7 <0.1 mg/L 5
Bor (B) EPA 200.7 0,547 mg/L =
Civa (Hg) Isletme Igi Metot-1 <0,001 mg/L -
Giimiis (Ag) EPA 200.7 <0,01 mg/L -
Kalay (Sn) EPA 200.7 <0,04 mg/L -
Kalsiyum (Ca) EPA4200.7 2212 mg/L -
Kobalt (Co) EPA4 200.7 <0,02 mg/L -
Lityum (Li) EPA 200.7 0,168 mg/L )
Magnezyum (Mg) EPA4 200.7 129,0 mg/L -
Mangan (Mn) EPA 200.7 <0,1 mg/L -
Molibden (Mo) EPA 200.7 <0,04 mg/L -
Nikel (Ni) EPA 200.7 <0,04 mg/L -
Potasyum (K) EPA 200.7 32,63 mg/L =
Selenyum (Se) EPA 200.7 <0,1 mg/L =
Sodyum (Na) EPA 200.7 511,8 mg/L -
Talyum (TH® EPA4200.7 <0,04 mg/L -
Vanadyum (V) EPA 200.7 <0,1 mg/L -

(a; Cevre Analizleri Yeterlilik Belgesi kapsami digindaki parametreler.)

( b; TURKAK *tan akredite degildir.)

(‘c; Numuneyi alan kurum tarafindan yerinde 8lgiilen parametreler.)

( d; Isbirlikei laboratuvara yaptirilan parametreler.)

(‘e; Tageron laboratuvara yaptirilan parametreler. )

* Birden fazla tablo karsilagtirmasi yapildiginda siitun arttirilir veya ayri tablolarda gosterilir.
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i niisha o!a\r; —/,,rfiizenlenmistir. Laboratuvarin yazih iZfi olmadan kopyalamp ¢ogaltilamaz. Ana%s//w;lan,/a}%liz(yapllan ve raporda
/

tammla“ﬁa\n Imuneye aittir. Imzasiz ve miihiirsiiz raporlar gegersizdir. Firma Yetkilisince alinan numuneldrin dnaliz ra orlar1 Cevre Mevzuatina
iligkin resmiistemlerde kullanilamaz.
Bu rapor Cevre Mevzuatina iliskin resmi islemlerde kullamlamaz.

This report has been prepared as two copies. This report shall not be reproduced other than in full except with the permission of the laboratory. Analysis
results only concern sample analyzed and described in the report. Testing report without signature and seal are not valid. Company officer of the samples,
analysis reports cannot be used in official transactions relating to environmental legislation.
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