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TEST REPORT
Miigterinin AdvAdresi DENI7Z1.1 0.8 B. MUDURLITGU ATIKSU ARTTMA TRSISE
Customer Name/Address Organize Sanayi Bolgesi Covie Cad. No:4 Honaz / DENIZLL
Numunenin Tari/Alms Seldi ve Amac Atiksu - Konirol
Sample Type/Sampling Method and Purpose 2 Saatlik Kompozit { TS T80 3667-10 ve LYS. TLM-0(1 talimatina gtre)

Numunenin Alindgg Yer / Koordinatlar

. . 3 151 C 37. -29.223
Sampling Place / Coordinates Atiksu Antma Tesisi Cikas: / 37.80472 - 29.22397

Numunenin Sekidrii/Alt Sckidr SKKY Tabloe 19 Kurigik Endostriyel Atk Sularn Alict Ortama Desarj Standartlar {Balik
Sample Sector/Sub-Scctor Biyodencyi (ZSF) harig)

Numuneyi Alan Kigi/ Kurum Numune, GUMUSSU A8, CEVRE LABORATUVARI Numune Alim Yetkilisi Semih Serkan
Sampler / Sampler Institution CETIN tarafindan almrmstr,

Numuncnin Alindigi Tarib ve Saat 17.07.2019 12.10 - 14.10

The Date of Sampling

Numuneye Uygnlanan fsiemler/Ambalaj Soguk Zincir + Kimyasal Keruma

Durumu({Kornma, Miihiir,Etilcet) Mithiirli (GUMUSSUG(7925)

Processes Applied to Sample Packaging Sialus(Sample Titikedi

Pratection,Seal,Label)

Numene Kabinn CinsiNumune Militar: {I.VS. TLM-002 Nmune Tagima Muhatara ve imha talimatina g8re koruma yapilmugtir )
‘I'ype of Sample Vessel/Amount of Sample PE {~0.251) / PE-HD {0,251} / PE (~1,0L} / A PE (~1 0L}/ A.Cam (~1,07.¥3)

Numunenin Kabul Edildigi Tarih ve Saat

‘The Dale of Recetpt of Test Ttem 17.07.2019 16.20

Numuneyi Teslim Eden Semih Serkan CETIN

Deliverer of Sample

Aciklamalar Ekler: Stilegme, Fawmra (Fatura No: 0056435), Dekont

Remarks -Uygunluk Beyamnm degerlendirilmesi yetkili mercilere brakinugtr,
Deneyin Yapitdig Tarih

Ditc of Test 17.07.2019-20.07.2019

Raporun Sayfa Sayist .

Number of Pages of the Report 3 Sayfat-SFK

Deney taboratuvar olarak faaliyet gisteren Giimiigsu Aritwia Tesisleri San. ve Tie 4.5, TORKAK tan AB-0249-T ile TS EN 150 1EC 17625 standardna giire akredite cdilmigtir,

Gumgsu Anma Tesisleri San. ve Tic A8, accredited by TURKAK under registration nurnber AR-0249-T for TS EN T80 [EC 17025 as test labaratony™

Tiirk Akreditasyon Kuromu(l URKAK) deney capurlarinm taninarhif koousonda Aveupa Akreditasyon Bicligi {EA) ile Cok Tarafl Anlasma ve Uluslararas: Laboratuvar Akreditasyon Birligi
(TLAC} ile karyihkh tanma anlagmas imzalamighr.

Turkish Acercditation Agency (TITRKAK) is a signatory 1o the European co-operaton for Accreditation (EA} Multilateral Agreement (MLA) and 1o the Intrmational Lahoratory Accreditation Cooperanon
(LAT) Mutual Recognition Amangement (MRA) for the recognition of test reports.

Deney ve fveya dlciim sonelary, geniglotilmds Glciim belivsizlkleri { elmas halinde ) ve deney metotlars bu sertifikanm famamiayicr kismy elan takip eden sayfalarda verilmistir,

The iesl andfor measurament results, the uneertaities { i applicable }with confidence probability and test metheds are given on the following pages which are part of this report. ;
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This report has been preparﬁé'?ﬁ_Mrr oipiea This repott shall not be reprodoced olhuighﬁn’r’n ful] except with the permission of the laboratuary. Analysis resuits only céneemn sample analyzcd and described
in the report Testing report withonit signature and seal are not valid.
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& TEST REPORT
SINIR
ANALIZI YAPILAN . BULUNAN DEGERLER
- YONTEM " Limitine Values
PARAMETRELER Method DEGER mitng Values
Analyzed Parameters ' Found Value SKKY Tablo 19
2 Saallik Kompozil
Asktda Kan Madde SM 2540 D 40,000 mg/L. 200,0 mg/L.
Bakr (Cu) EPA 2007 0,030 mg/L 3,0mgT.
Cinko (Zn) EPA 200.7 3,280 mg/L 3.0mg/L
Demir (Fe) FPA 200.7 0,247 mg/L 10,0 mysL.
Florur (F} SM 41108 1,318 mg/L 15.0 mg/L
Kadmiyum (Cd} LEPA 200.7 < 0,010 mg/L. 0,1 mg/L
Kimyasal Oksijen fhtivact SM 5220 B 140,560 mg/T. 400,0 mg/L
Krom {Cr'%) SM 3500 Cr B < 0,050 mg/L 0.5 mg/L
Kursun (Pb) EPA 200.7 < 0,020 mg/L 20mg/L
pH© SM 4500 IT* I3 7,560 6,0-9.0
Renk SM2120C 215,200 Pt-Co 280,0 I’t-Co
Siilfat {30, SM 4500 80,2 B 1120,700 rag/L. 1500,0 mg/L.
Toplam Fosfor (1) SM 3030 K, EPA 200.7 0,490 mg/1. 2.0 mg/ll
Toplam Kjeldahl Azotu SM 4500 Norg B 12,040 mg/L 20,0 mg/L
Toplam Sivaniir SM4S00CNC, E < 0,030 mg/L LO0mgd.
Yag ve Gres SM 5520 B 14,100 mg/. 20,0 mg/L
Toplam Krom (Cr) SM 3030 K, FPA 200.7 0,013 mg/L 2,0mgf.
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